GOVERNMENT OF TELANGANA
FIRE, DISASTER RESPONSE, EMERGENCY & CIVIL DEFENCE DEPARTMENT

o ) = " To,
s K SAGAR RAO.
. . SHANTINIKETAN VIDYALAYA.
The District fire officer, SURVEY NO60L.
. BOMMARISPET VILLAGE,
Msdchval Disnticr. SHAMIRPET MANDAL,
HYDERABAD,

Ack. No.549490002024 Dated:29/11/2024

Sir,
Sub: |Telangana Fire, Disaster Response, Emergency & Civil Defence
Department —Medchal District. Renewal of No Objection Certificate
for Occupancy to the Non Multi storeyed Building of I
SHANTINIKETAN VIDYALAY ASHANTINIKETAN %
|
|

VIDYALAYA, SURVEY NO 601, BOMMARISPET VILLAGE.
SHAMIRPET MANDAL, HYDERABAD./-
Bomraspet/Shamirpet/Medchal , - Regarding.

1. Acknowledgement No 549490002024

2. This Office NOC for Occupancy Ack/RC No.152870002018 dt.29/1 1/2024
?3. Non Multi storeyed Building Inspection C ommittee Report,.

Ack. No. 549490002024, dt. 29/11/2024

o~

Ref:

TEREER FEEEE REAKE

1) The Non Multi stofe_yﬁﬁ Bﬁildiﬁ-g_msﬁédﬁon committee, vide E'f'ei*enéeé’ifeﬁ (3) has inspected the Non Multi
storeyed Building of SHANTINIKETAN VIDYALAYASHANTINIKETAN VIDYALAYA, SURVEY NO 601,
BOMMARISPET VILLAGE, SHAMIRPET MANDAL, HYDERABAD./-Bomraspet/Shamirpet/Medchal

2) The above said building was issued was issued No Objection certiﬁbﬁté-viﬂé‘réf;;rence cited (2) for Non Multi
storeyed Building with 1 Ground, 2 Floors, witha height of 11.30 Meters for EDUCATIONAL B-1 Schools up to
senior secondary level Occupancy. ‘ —

3) Now the Builder/Authorized persom has requested to issue Renewal of No 6bjacti0n*fettiﬂcate for Occupancy to the
Non Multi storeyed Building with 1 Ground, 2 Floors, witha height of 11.30 Meters for EDUCATIONAL B-1
Schools up to senior secondary level Occupancy : ‘ :

4) Open Spaces:The builder provig;dmgfél_lggwinq open spaces all aroufid the building.

__SLNo_Side k. " [Open spaces as per Noc occupancy — Open spaces provided now
lall North : 16.00 'y 6.00
3 ISouth 1600 > 6.00
T3 [East 6.00 Y '6.00
4 West 6.00 16.00
5 SL No Gate Width As per Occupancy NOC as per Noc occupancy ‘provided now
i1 \Entry gate width 6.00 6
| 2 Entry Gate Head Clearance 4.50 4.50
HE ‘Exit Gate Width 6.00 6
4 [Exit Gate HeagdCTet — A 14.50

5) Travel Distance

Sl | as per Noc  provided

N Ttem / Descriptig
No. | occupancy  DoOwW
‘ !Farthe_st point ( grey Or a mezzanine tloor to the door to 26.00 126.00
ian Exit. e o
"The Dead end of the corridor length in exit access. ( 6 mtrs for Educational, Institutional 5 5 5.00

? \and Assembly, |5mtrs for other Occupancies)
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GOVERNMENT OF TELANGANA
FIRE, DISASTER RESPONSE, EMERGENCY & CIVIL DEFENCE DEPARTMENT

6) Stair Cases (As per Occupancy NOC) :

Sl.no. Type of staircases Total width . No of staircases Floors from Floors to
1 [Internal staircases 1.50 12 Ground Terrace
2 External staircases 1.50 2 Ground 2nd Floor
3 External staircases '1.10 1 _|Ground Terrace

7) Means of Escape Floor Wise Details :
SLkno Floor Buil-up Area

Occupan Means of escape required as | Means escape

‘type lin Sq.Mtrs Typestiiciupancy it Load per Occupancy NOC available now
P EDUCATIONALB-1 | ’ |
L q 1360.06 Schools up to senior 340.00 16.80 12.00
| | 'secondary level 1 |
l1st ;EDUCA' ONAL B-I '; .
2 ‘ 1360.06 |Schools up to senior 1340.00. . 6.80 17.10
Floor . ,
isecondary level
‘ :2n d ; '[EDUCATIONAL B-1 J |
3| 1360.06 'Schools up to senior '1340.00  16.80 7.10
\Floor (. % . & ' -
' _secondary level | [ : |
8) Fire Shaft as per Occupancy NOC:
9) Floor Wise details of Fire Fighting_ Inistallations: g ; _
Sk.n [Floor Jlg'x":;n ish;H ose Automatic Manually Operated Electronic  Automate detection and
o  Details lr - iR eel Sprinklers System |Fire Alarm System 4 alarm system
[ [Ground [7.00 __.2.00 |0.00- 0.00 ' 0.00
2 |lst Floor!7.00 2.00 10.00 - 0.00 = 10.00
‘ L ; o [ T 4 |
5 P ool 2007, 0.00 = 0.00 : 0.00
[Floor | _ 51 :
10) Fire Fighting Installations As per 'Occupatlcy NOC : '
T - ‘Required As
Flre Fighting System. . N I per Occupancy Provided
:,- >, el . NOC’
iFire Extinguishers -'x.h , WT_ " e - 7 F j]uz,z} |24
First Aid Hose Reel L ™ 6 6
'Capac1ty of Terrace Tank over Respecnve Tower Ten'aoe in Litres = . 13000 (15000
Pump capacity in LPM at the Terrace Tank levei with'min Pressure of 3.5 Kg/CM P 450 :450
No. of Terrace Tanks over Respective Tower in ltrs 1?1 |l
1

No_of Pumps af the Terrace Tank level with min pressure of 3 § K g/Cm”? '

L1). The Non Multi storeyed Buildfigs
Safety Measres and there is no defig
12. Remarks :
approved as recommended by the i
13) In view of the above and as per e et it Multi storeyed building inspection Commuittee, the
Renewal of No Objection Certificate oroccuandy 1§ 135\ied‘ g*Non Multi storeyed Building with SHANTINIKETAN
VIDYALAYA,SHANTINIKETAN VIDYALAYA, SURVEY NO 601, BOMMARISPET VILLAGE, SHAMIRPET
MANDAL, HYDERABAD./-Bomraspet/Shamirpet/Medchal

with a height of 11.30 Meters for EDUCATIONAL B-1 Schools up to senior secondary level Occupancy subject to the
following conditions

p reported that the Management has provided the Fire
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GOVERNMENT OF TELANGANA
FIRE, DISASTER RESPONSE, EMERGENCY & CIVIL DEFENCE DEPARTMENT

Sl .
: fi
No Builder and Management Body Occupant gt Bady /ol Eac el scciaty
| personnel
-a) All the fire protection
arrangements shall be maintained I
in good condition as seen during | All the escape/exit roots shall |All the occupants must know the correct
1 inspection. not be kept locked/blocked or 'method of operation of the fire fighting
-b) Do’s and Don'ts in case of fire lencroached systems installed.
shall be prominently displayed in F
| entire building _ -
f lif -
ZAny [.USS. OFlije or property Guggy n?} All oc:CUpanta shall be traineds|Mock drills should be conducted once in 3
functioning of fire safety measures and
2 . : . to.operate the fire safety 'months for initial two years. Thereafter, once
‘other installations shall be the N - iR ency (e vailts moRths
iresponsibility of the management, ~ PO SOCTSSS jl o & . \
[ e Mock drills should be "Allsecurity personnel shall be trained to
'Addition / alteration, ifanyinthe = . conducted once.in 3 months |operate the fire safety.equipment during
3 |building may be verified by b\iildmg for initial two years. emergenty and guiding the occupants in safe
\authority. F o + \Mhereafter, once in every 6. cv;acuation Cail the fire Brigade by dialing
| L s o months SAITOLE NS
Th1s No objecib K:. aﬁﬁgﬁte for h'_ ' Mg &’ﬁlarm ifthe firfEmes 1% Atxaeklthé ﬁre usrng ;waxlgble fire equipment
! :écmtrolled evacuate jonly if you feel capableof controlling it. If
4 jocunpny 1y valid for Five year fl‘em not, tak@ 11 steps to: 1 latethe area b
the date of issue _f tﬁ;‘:ﬂpn : 9 3 i ogad y

ificar __f@cc'g ancy is valid for chﬂ.year‘s frpm the date ofiissue of this letter. It is
apply @T renewa’[‘NOC duly remitting the usercharges as per G.O. Ms. No. 71, Home
01704-201wth5 before expiry gf ; lrus N' fObjectlon C ertificate.

Thxs Renewal of No Objection Ce
the responsibility of buﬂder té

(Prison — A) Department,

gf
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Si igne ed By : Mr.P. Jaya Krushna
W LS M S Desngnatton District Fire Officer , Hazmat
™ SO . _ o Date : 29-11-2024
N0 AN ‘ Medchal District.

Copies to:

i) The Management

i) Non Multi storeyed Building Inspection Committee
ii1) Copy submitted to Regional Fire officer

iv) Copy submitted to DG fire services

"THIS IS COMPUTER GENERATED DOCUMENT AND DO NOT REQUIRE ANY STAMP OR SIGNATURE"

T"esponde‘

han niketan, Vidy
h:
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